
VAISHAL PATLIPUTRA DUGDH UTPADAK SAHKARI SANGH LTD

PATNA DAIRY PROJECT
Feeder Balancing Dairy Complex, Phulwarisharif, Patna - 801505

P h o n e - 0 612-2252553, 22525 42, 225 1,622, F ax-2250325

Email :- vpmu.Pur@gmail.com
vPDUSS-SOP-8.5. 1.2-01.F02

PDP: PUR: HCC 375 /. Dated: 20.O9.2021,

Dear sir,

We are interested for insulation of steam line and hot water line at Hajipur Dairy, Hajipur. Details of

lnsulation work are mentioned below -
1. Crate water Steam line lnsulation size - 1""

2. Steam Header lnsulation size- 4"

3. Steam line lnsulation (PRS) size- 6"

4. lnsulation of Condensate watwe line size- 3"

5. Filling of Radiator trape size- 1.5"

6. Bend cutting and fitting size-2"

50 feet

48 feet

40 feet

25 feet

02 nos

02 nos

Specification - (i) lnsulation should be of Glass wool/Mineral wool of 3" thickness

(ii) Wire must use is of 22 gauge

(iii) Aluminium sheet is of 24 gauges used for cladding

Please submit your offer latest by 30.09.2021'

M/s Md Qaiyum Alam

Pipra Dewas

B.arauni

Begusarai

M/s. Shubhangi Chandan Skills Pvt. Ltd',

Rai Complex, Vishwakarma Chowk, Opp lndustrial Estate'

Samastipur - 8481"01

tt/s NVS Industries
Plot No:171, Borhi Industriol Estate,
Sonipot, Horyono (131101)-INDIA


